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Abstract: This paper proposes the use of Energy Storage (ES) to support frequency fluctuations in
weak grids powered by low-power synchronous generators (SGs). Traditionally, large synchronous
generators rely on high inertia and governor control to guarantee the frequency stability of the
network. The scenario changes in networks with a large penetration of small distributed generators
(DGs) with smaller inertia, where load variations can lead to large frequency deviations, violating
the over/under frequency protection limits. The proposed energy storage control injects active
power during load transients so that the frequency is constrained within predefined thresholds.
The system frequency is detected by a Double Second-Order Generalised Integrator Frequency
Locked Loop (DSOGI-FLL), eliminating the need for communication between energy storage and
synchronous generator and providing “plug-and-play” capability. The proposed method combined
with the continuous speed governing supports the frequency well within the primary frequency
transient requirements. The solution has been validated using an 8kW laboratory system.
Key words: Energy Storage Systems, Primary Frequency Control, Weak Grids, DSOGI-
FLL, Distributed Generation.
1. Introduction
During the last two decades, the paradigm of power generation has evolved from large centralized
power plants towards a more decentralised structure, where small distributed generators (DGs)
support the central production. Also, the capacity of DGs is expected to grow rapidly in the next
two decades [1]. DGs are characterized by their power rating normally from a few kW to tens of
MW, their operation without a central control from the utility and their connection to the distribu-
tion network (MV or LV). The motivation for DGs is high, particularly as the environmental need
for reducing CO2 emissions [2, 3] has imposed restrictions on fossil fuel based power generation.
Distributed generation can lead to low infrastructural costs, energy diversification and deregula-
tion of the energy market and can also reduce distribution losses, as they deliver power close to the
loads, increasing the hosting capacity of existing lines.
The integration of DGs in the grid also has challenges, and these must be properly man-
aged [4, 5]. DGs increase fault current levels [6], increasing the cost of protection. Moreover,
the relay protection equipment and its control become more complex [7], due to the bi-directional
power flow that may occur in the presence of DGs. Nevertheless, from the perspective of fault man-
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agement, DGs offer an additional degree of freedom: in the event of severe and non-recoverable
faults in the main grid, DGs can potentially operate in an island, autonomously feeding essential
loads.
Recent discussions on Smart Grids [8, 9] are envisioning new scenarios. One of them is the
partitioning of the distribution network in to microgrids (MGs) containing a sufficient number of
DGs that are able to operate in grid-connected or islanded modes [10–12]. In this context, DG
can be sources connected to the grid using power electronic converters (e.g. PV, wind, battery)
or using conventional generators (e.g. biomass, small-wind, hydro). In grid-connected mode, the
MG can perform internal optimizations [13], relying on the main grid to guarantee the continuity
of the service. In islanded mode, power balance and stability become the priority and severe load
transients can drive conventional DGs out of synchronism due to the low system inertia, leading to
a partial or total disconnection [14]. Such a scenario may create a weak MG susceptible to voltage
and frequency instabilities.
As a solution to stabilize transients in MG, [1] reports the use of the ’virtual synchronous gen-
erator’. In this concept, the DG is supported by short term ES together connected to the grid
using a power electronic inverter and a proper control method to alleviate transient instabilities in
weak MG [15]. The use of ES to support short term frequency deviations in the context of wind
farms and MGs is reported in [16–18]. For long term secondary response frequency support, [19]
presents a Battery ES (BES) in a rule based control strategy to reduce power losses and to improve
grid stability in weak grids connected to utility scale PV systems. Another study in [20] uses virtual
and adaptive impedance loops to provide a better frequency response than the traditional secondary
frequency response in PV based MGs. A case study is presented in [21], where a MG including
renewable energy sources (RES), variable-speed engines and ES has been designed and tested,
proving how the availability of ES can help in balancing the dynamics of different sources, easing
the operation of the islanded grid with traditional droop methods [22]. A similar approach is pre-
sented in [23], which includes a speed-droop controlled synchronous generator in the MG. Other
contributions in the literature recognize the role of ES, and extend the concept of ES applied with
electronically interfaced sources: both [24] and [25] propose the addition of a STATCOMwith ES,
coupled to SGs, to compensate for load distortions and unbalances. As pointed out in [23], ES can
be added in parallel to a small SG through a three-phase inverter, acting as a reserve of active power
able to smooth out load transients. However, a general approach to frequency stability analysis of
grid-connected or islanded networks with power electronics [26, 27] and SGs can become unnec-
essarily complex. This is even more challenging in the context of a weak MG, which can be more
susceptible to frequency deviations due to the low system inertia. Thus, considering [1,15–25], we
believe that there is a gap in knowledge and experiments of a robust ES control technique that can
work independently but operate hand in hand with the existing prime mover governor frequency
control techniques. In this study, we aim to provide such a plug and play ES control technique
backed by experimental validation.
This paper proposes a novel and simple control technique to utilise an ES, such that the short
term active power support from the ES can limit the sudden frequency variations to remain within
given boundaries, during severe load transients. The control method coordinates with the DG’s
own governor frequency control to prevent harmful frequency excursions by using detected power
system frequency as part of its own control; hence, eliminating communication requirements. As
a proof-of-concept, the system was developed as an autonomous MG fed by a single grid-forming
SG and a Li-ion Battery Energy Storage (BES), which is controlled by the proposed ES control
technique.
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The rest of the paper is structured as follows. Section II presents the weak grid model used to
develop the control system. In Section III, the properties of the proposed ES control system are
presented. Concept validation through simulation results and the experimental results is reported
in Section IV followed by conclusions in Section V.
2. The Weak Grid Model
The MG considered in this paper is illustrated in Fig. 1. The MG is powered by a single DG unit
with a generic prime mover. In normal operation, the system frequency is controlled to 50Hz by
the governor of the prime mover - the speed control loop, is shown in Fig.2. This represents a
’weak-grid’ as the load is comparable to the rating, and will cause a significant impact on voltage
and frequency when connected. The same system has been emulated in an 8kW experimental rig,
and the data from the experimental system have been used for the control design presented in the
following paragraphs and for the preliminary verification through simulation.
Fig. 1. Block diagram of the weak grid with ES support
The speed loop was derived by simplifying and linearising the swing equation around torque,
T (Nm) and angular frequency ω(rad/s) [28]. In this particular scenario, the prime mover does
not need droop control. The dynamics of the prime mover are represented by its dominant time
constant τen(s) as a first order lag and the generator is modelled as a lumped inertia J(Kgm
2)
that represents the inertia of the prime mover and the generator combined [29]. The closed loop
transfer function (CLTF) can be obtained from Fig.2 as shown in (1). The electrical loading of the
system is approximated to a load torque acting directly on the prime mover of the system.
GCL(s) =
ω(s)
ωref (s)
=
(τens+ 1)s
Jτens3 + Js2 +Kps+Ki
(1)
The AVR (automatic voltage regulator) maintains the nominal line to line RMS voltage of
415 V . The AVR present in the SG used is a frequency responsive PID controller, which was
modelled according to the respective data-sheet [30]. The source impedance of the SG was found
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Fig. 2. The speed loop
from the experimental rig to be Zs = 0.9 + j7.1Ω by analysing the voltage and current charac-
teristics during loading and shedding of resistive loads. As can be seen in Table 1, the inertia
is relatively low, creating a weak grid environment that is susceptible to large frequency changes
when loaded. The parameters of the weak grid used to design the speed controller for the prime
mover are listed in Table 1, where friction B was neglected for simplicity. The design has been
carried out targeting a bandwidth of 1Hz and a phase margin of 40◦. The same model may be
extended to represent multiple DGs with a droop control methodology for power sharing.
Parameter Symbol Value
Generator Inertia J 0.0447kgm2
Engine time constant τen 38.1ms [31]
Speed loop proportional gain Kp 0.1942
Speed loop integral gain Ki = 5Kp 0.9709
Source impedance Zs 0.9 + j7.1Ω
AVR Smoothing time constant τs(AV R) 20ms
AVR Exciter time constant τe(AV R) 11ms
AVR Generator field time constant τg(AV R) 780ms
Line Voltage VLL 400V
AVR phase margin PMAV R 65
◦
AVR rise time tr(AV R) 50ms
AVR damping factor ζAV R 0.707
AVR proportional gain Kp(PID) 39.1
AVR integral gain Ki(PID) 142
AVR derivative Kd(PID) 1.59
Table 1 Parameters used in the simulated weak grid model.
3. Proposed Energy Storage Control Concept
The suitability of an ES technology for a given application depends mainly on its energy density,
power density, and discharge duration. The technologies with higher power densities and shorter
response times are more suitable for short-term frequency regulation within primary frequency
control protocol [32, 33]. According to [34], primary short-term frequency response may last
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for less than 30 seconds and the secondary long-term frequency response may last for less than
30 minutes subsequent to a sudden generation loss. The aim of the proposed control system is
to constrain the system frequency within ±1Hz from the nominal 50Hz during load transients
by injecting/absorbing short term active power during the transient. The frequency constraint of
49Hz−51Hz was defined according to the normal operational frequency limits where continuous
operation is required by power plants in the main utility grid as set by the grid code, UK [34]. This
has been done without any communication between the prime mover and the ES.
3.1. Proportional ES Controller
Fig.3 shows the modified system with the ES control which incorporates a proportional controller.
As can be seen, the frequency is detected and compared to the allowed deviation from the nominal
(1 Hz), and this determines the control signal for the connected ES system. Initially it is assumed
that the actual frequency of the system is available (i.e. we ignore the dynamics of the specific
frequency detection method for the ’ideal’ case), the frequency recovery that can be achieved by ES
control is shown in Fig.4, whereKES = 30. This figure is a qualitative representation of proposed
power injection scheme: the procedure for designing the proportional gain KES will be discussed
later. When the frequency falls below the lower threshold f lth = 49Hz the ES begins to supply
active power proportional to the instantaneous frequency deviation from the threshold, so that the
frequency is restored to 49 Hz as shown in the Fig.4 when it switches off again. Throughout the
load transient, the governor of the prime mover continues to act in parallel to the ES system: when
the ES switches off, the governor reclaims full speed control, and restores the frequency to 50Hz.
An equivalent and opposite scenario occurs when the ES absorbs the excess power when load is
shed and the system frequency rises above the upper threshold fhth = 51Hz. The equivalent torque
TES supplied by the ES can be mathematically expressed usingKES (the proportional gain),
TES = KES


f lTH − f f < f lTH
0 f lTH < f < f
h
TH
f − fhTH f > fhTH
(2)
The control system provides automatic activation and deactivation of the ES, based on the real-
time estimate of system frequency, supplying active power only when frequency support is nec-
essary. While the ES active power injection is taking place, the governor action creates a slow
increase in the prime mover torque, and this will eventually remove the finite frequency error left
once the ES switches off. The impact of the ES is to significantly reduce the frequency undershoot
during a load impact (from 12 Hz to 2 Hz for the system considered) as can be seen in Fig. 4.
3.2. The Impact of Frequency Detection
It has been assumed that the ES support was triggered by direct measurement of system frequency.
Practically, the frequency must be estimated by measuring and processing the voltage at the point
of common coupling (PCC), via a dedicated frequency detection (FD) method. FD eliminates
communication between the ES and the prime-mover to obtain the frequency data but introduces
a transient delay and a steady state frequency ripple. A suitable trade-off must be identified in the
choice of the FD method, since improving the transient response degrades the steady state response
and vice-versa.
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Fig. 3. Block diagram of the proportional ES control design
3.2.1. Transient Delay: Fig.5(a) shows the effects of the FD time delay on the frequency recov-
ery achieved for a rated load disturbance with the ES support usingKES = 30. The ideal frequency
signal was modified by adding a varying time delay representing varying FD delays of 10− 40ms
- corresponding to typical delays associated with common FD methods [35] . It can be concluded
that the first order delay decreases the damping factor of the system for a fixed proportional gain
KES , also increases the peak active power supplied as seen in Fig.5(b).
This phenomenon can also be viewed from a different perspective. The oscillations occur due
to the high rate of injecting energy (power) proportional to the frequency drop. If the constant of
proportionality KES is decreased, one might be able to reduce the oscillations. Therefore, when
the FD delay is increased,KES needs to be limited to mitigate frequency oscillations. On the other
hand, the maximum frequency drop in the recovered frequency increases with increased FD delay
as seen in Fig.5(c). This may be of concern since a larger initial frequency dip crossing 47.5 Hz
may start load-shedding algorithms [34], thus reducing the effectiveness of the frequency support
technique.
3.2.2. Steady State Ripple: Frequency mixing occurring in most FD techniques contributes
towards a steady state ripple in the frequency estimate, which is mainly a double frequency com-
ponent of the fundamental. A filtering technique is typically employed to eliminate the double
frequency component and extract the fundamental in most FD methods.
In order to keep the investigation generic, a 100 Hz ripple as added to the ideal frequency with
varying ripple amplitudes [35, 36]. This frequency signal is fed into the ES controller and the
frequency responses with ES support, for varying ripple amplitudes are shown in Fig.6(a). Even
though all frequency signals switch the ES on, they switch the ES off at different times. Clearly,
the higher the ripple amplitude, the larger the frequency deviation seen by the ES controller, and
the higher the energy injected, thus, causing longer settling times. However, this causes the ES
system to switch on and off frequently (at the frequency of the ripple). This also assumes that the
ES can supply energy instantaneously.
Fig.6(b) shows that the total time for frequency recovery increases exponentially with increasing
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Fig. 4. The frequency response with and without ES control using an ’ideal’ frequency input for a
rated load disturbance
ripple amplitude. Also, the peak active power from the ES increases linearly with increasing ripple
amplitude as seen in Fig.6(b), suggesting that increasing the ripple amplitude increases the power
converter requirements of the ES.
Referring to Fig.5(b), one can see that the peak power nearly doubles beyond a frequency
detection delay of 50 ms. Hence, for this application 50 ms was considered as the maximum
transient response. A longer delay requires one to financially invest in a larger power converter.
The discussion on the ripple amplitude suggests that even though it is theoretically possible to
allow for ripple amplitude to be as large as 1 Hz (more than 1 Hz would never switch ES control
off), 0.5 Hz was taken as the requirement considering that a 50 ms frequency detection delay
would double the size requirement of the power units.
3.3. Detection of Frequency Following Load Transients
Three candidate FD techniques were investigated namely. Synchronous Reference Frame PLL
(SRF-PLL), Discrete Fourier Transform (DFT) and Double Second-Order Generalized Integra-
tor Frequency Locked Loop (DSOGI-FLL). The DSOGI-FLL and the DFT were equally good
compared to the SRF-PLL in detecting frequency, while meeting the requirements defined in the
previous section. The design of the SRF-PLL and the DFT approach are well known [31, 35, 37],
so only the specific design of the parameters for the DSOGI-FLL is presented in this paper. In
this case, an empirical approach has been taken for the specific system considered to illustrate the
specific effects the FLL has to deal with: a theoretical design approach will be presented in a future
publication.
3.3.1. Using DSOGI-FLL for Frequency Estimation: The DSOGI structure consists of two
second order generalised integrators (SOGI) with a quadrature signal generator(QSG) loop gain of
K [38]. The gainK of QSG is set to
√
2 so that the transfer functions of the SOGI-QSG will have
a damping factor ζ =
√
2, delivering a compromise between the settling time and the overshoot.
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(a)
(b)
(c)
Fig. 5. The effect of frequency detection delay Td on (a) frequency recovery with and without energy
storage, (b) active power supplied by the energy storage, (c) The effect of frequency detection delay
Td on the maximum frequency drop with energy storage.
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(a)
(b)
Fig. 6. The effect of frequency ripple with energy storage on (a) frequency recovery time and (b)
active power supplied.
According to [38] the settling time of the SOGI-QSG can be approximated by,
ts(SOGI) = 3.9τ, where τ =
2
Kω′
(3)
where ω′ is the angular frequency detected by DSOGI-FLL. This gives a settling time of 17.6ms
for 50 Hz for the QSG.
The gain of the FLL loop is Γ, which controls the overall settling time of the DSOGI-FLL.
When ts(FLL) ≥ 2 ts(SOGI), the FLL has a first-order response [35] and the settling time of the FLL
system for a step frequency disturbance can be approximated to [39]
ts(FLL) ≈
3.9
Γ
(4)
3.3.2. DSOGI-FLL response to ramp frequency: An example of how the DSOGI-FLL esti-
mates ramp frequency variations with a fixed delay is illustrated in Fig. 7(a) for a frequency ramp
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(a) (b)
Fig. 7. (a) Illustration of frequency detection for three illustrative Γ for a ramp of 100 Hz/s, and
(b) the detection delay for a 100 Hz/s ramp with varying Γ
of 100 Hz/s for three different Γ values. A ramp error is apparent, and is due to the use of only a
single integrator – designed to eliminate the steady state error for a frequency step disturbance.
The ramp delay presented in Fig. 7(b) for various Γ obtained for a frequency ramp of 100Hz/s
shows an inverse relationship between the settling time and Γ. From the figure, one can see that
the relationship is such that,
ts(ramp) ≈
1
Γ
(5)
To achieve a settling time of less than 50 ms for a step frequency disturbance, Γ > 78 (from (4))
and to achieve a ramp delay of less than 50ms, Γ > 20 (from (5)).
3.3.3. DSOGI-FLL Response to Harmonics and Unbalance: The effect when the input
voltage was polluted with 6.07% THD and 5% voltage unbalance (estimated from the experimental
MG when loaded) on the frequency detection by DSOGI-FLL is considered next.
The error of the detected frequency for a 2 Hz/s ramp in the presence of harmonics and un-
balances gives a measure of accuracy. Thus, the maximum error for the ramp between 40 Hz and
60Hz for varying Γ is shown in Figs.8(a) and 8(b) – separated into individual effects of harmonics
and unbalance and combined effect respectively.
As seen in Fig.8(a), there is a finite error in the presence of unbalance. This is primarily due
to the ramp delay error which reduces with increasing Γ. The ripple due to harmonics however
increases with increasing Γ. From Fig.8(b), one can see that the combined error is approximately
the same as the error due to harmonics. Γ can now be restricted to Γ < 125 according to Fig.8(b),
so that the error (ripple) is smaller than 0.2Hz.
For the energy storage control system, the optimum value for Γ was chosen to be 125, in order
to have minimum time delay without violating the required accuracy in the presence of voltage
harmonics and unbalance.
3.3.4. DSOGI-FLL Bandwidth Considerations: The bandwidth of the DSOGI-FLL was con-
sidered next. The key to optimum dynamic response of a DSOGI-FLL is the proper selection of
the proportional gain K of the SOGI-QSG and the FLL gain Γ. Teodorescu et.al. in [35] suggest
a first-order linearised frequency adaptive system to represent the DSOGI-FLL.
10
(a) (b)
Fig. 8. The frequency error of DSOGI-FLL in the presence of harmonics and unbalance for varying
Γ, (a) Separate Errors (b) Combined Error
In order to validate the linear approximation given in [35], a 3-phase balanced voltage signal
without harmonic distortion or unbalance was considered. The step frequency response of the
DSOGI-FLL was compared with a typical first order and a second order response. Using a regres-
sion analysis, the parameters of the most suitable first/second order system (a in first order, ζ, ωn
in second order) were selected. The DSOGI-FLL response and the obtained approximated system
responses for Γ = 200 are shown in Fig. 9.
Fig. 9. Approximation of the DSOGI-FLL using first and second order systems for Γ = 200
The results clearly show a discrepancy between the first order approximation and the actual
response for higher values Γ (i.e. 200) as shown in Fig.9. This is because as mentioned in [35]
the first order approximation of DSOGI-FLL is only valid when the tS(FLL) ≥ 2 ∗ tS(SOGI). From
the settling times of the FLL, ts(FLL) for different Γ, calculated using (4), one can confirm that for
higher Γ this rule is violated.
The second order transfer function of the DSOGI-FLL is approximated for this design as,
ω′
ω
=
(
ω2n
s2 + 2ζωn + ω2n
)
(6)
where ω is the actual frequency and ωn and ζ are the natural frequency and the damping factor of
the DSOGI-FLL system [35]. Thus, the bandwidth of the DSOGI-FLL can be estimated by the
following typical equation for bandwidth estimation for a second-order system.
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ω−3dB(DSOGI − FLL) = ωn
[
1− 2ζ2 +
√
(2− 4ζ)2 + 4ζ4
]1/2
(7)
3.3.5. Comparision of DSOGI-FLL with DFT and SRF: For comparison, the bandwidth of
a modified DFT [37] and a SRF-PLL [35] were derived using a similar approach to the DSOGI-
FLL. A comprehensive derivation is available in [31]. The bandwidth of a modified DFT with a
Blackman and Hamming windows was found to be,
w3dB(DFTHamming) ≈
4.5
tw
(8)
w3dB(DFTBlackman) ≈
5.0
tw
(9)
where tw is the DFT window length. The bandwidth of an SRF-PLL was derived using a second
order system as [31],
ω−3dBSRF ≈
1.185
ts
(10)
where ts is the SRF-PLL settling time.
The comparison of the three methods for the same bandwidth when the DSOGI-FLL has a gain
Γ = 125 is shown in Fig.10, where their response to the frequency change following a typical load
change is shown. The parameters of the methods compared are shown in Table 2.
Method Parameter Value
SRF-PLL Settling Time (ts) 64.0ms
Natural Frequency (wn) 86.2 rad/s
DFT(Hamming) Window length (tw) 25ms
DFT(Blackman) Window length (tw) 29ms
DSOGI Γ 125
Table 2 Test case for comparison when the bandwidth is 177.4 rad/s
Fig. 10. Comparison of frequency detection techniques for the frequency trend following a load
change
As can be seen from Fig.10, the DSOGI-FLL shows the best estimation of the frequency trend
with minimum delay and ripple. The DFTs suffer from a fixed delay determined by the window
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length whereas the SRF experiences a greater ripple at steady state, thus, making the both tech-
niques less suitable for this application. The best DSOGI-FLL with the SOGI gain, K =
√
2 and
the FLL gain, Γ = 125 settles within 40 ms for a frequency step, has a ramp delay of 8 ms and
has a ripple amplitude of ≤ 0.2 Hz for the harmonic content of the system voltage considered
here [31].
Fig.11 shows an experimental comparison of the detected frequency using the implemented
DSOGI-FLL along with the direct speed measurement from the induction motor drive used as
the prime mover in the test system. The results show that using the detected frequency from the
DSOGI-FLL method is as good as using the direct speed measurement from the motor drive, which
also has an inherent measurement delay.
Fig. 11. Comparison of the DSOGI-FLL detected frequency with speed measured at the induction
motor drive
3.4. Influence of Electrical Components
In the simulation studies, the proposed ES control was tested assuming that the ES acts as a torque
equivalent to the required active power support at the PCC. In reality, the ES injects a current into
the power system proportional to the frequency error.
The current is controlled to be in phase with the voltage and therefore is responsible for the
active power injection. This was realised by means of a two stage power electronic converter with
a bidirectional DC/DC converter and a 3-phase DC/AC inverter operating with current control
employed in a rotating dq frame of reference. The required active power, P was injected as a
d-axis current assuming that the required q-axis current is zero. The required d-axis current can be
calculated using (11);
Id =
2pi fDSOGI TES
Vd
=
P
V d
(11)
where Id and Vd are the d-axis current required and the d-axis voltage at the PCC. fDSOGI is
the frequency measured from the PCC voltage. The d-axis voltage Vd is calculated by the Park-
transformation using the phase of the 3-phase voltage estimated by the DSOGI-FLL.
Considering the large difference between the mechanical time constants that dominate the sys-
tem under study and the control time constants of a current controlled converter, the total delay of
the power conversion was modelled as a first order lag as given in (12),
V s(s) =
1
τvs+ 1
(12)
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where the total vector control delay τv = 11 ms. This delay accounts for the total delay incurred
between the generation of the equivalent torque demand from the control system and the supplying
of the actual torque by the power converter. Even though the current controller has a smaller delay
of ≈ 2 ms, the communication with the host interface implemented with a low bandwidth serial
channel caused a more significant delay.
The complete electrical system introduces several non-linear components in to the system. This
includes the d-axis voltage determination, the active power calculation, the d-axis current cal-
culation and the 3-phase current injection. At each point, the control system has a non-linear
dependence on both instantaneous voltage and instantaneous frequency rendering them critical to
model.
While keeping the power conversion delay as a first order lag of 11 ms in the system, the
other effects caused by the source impedance and the AVR are lumped together as a pole-zero
pair in the form of τbs+1
τcs+1
. In order to determine the value of this pole-zero pair, an electrical system
comprising the generator and the ES control was simulated alongside the LTI approximation shown
in Fig.13 in Matlab/Simulink. Note that in the approximated system, the pole-zero pair is placed
before supplying the ES torque (TES). By using a regression analysis, the torque equivalent of the
injected power of the simulated electrical system was matched with the TES of the approximated
system after the pole-zero pair. The resulting τb, τc was found to be τb = 0.0264 s and τc = 0.114 s.
The pole-zero pair determined here is only valid for the specified impedance at the PCC, and
the AVR of the generator. Even though these are characteristics of the host grid, they can be
determined by an automated regression analysis to obtain an equivalent lumped LTI system transfer
function. Therefore, this does not necessarily reduce the plug-and-play capabilities of the proposed
ES control.
Fig. 12. Block diagram of the electrical system and control system of the weak grid with ES
support, which is used in the simulations.
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Fig. 13. Block diagram of the LTI approximation of the weak grid with ES support.
The equivalent control system for the complete weak-grid supported by the ES is shown in
Fig.13, whereas the complete electrical and control system used for the simulations is shown in
Fig. 12. In the complete electrical system, the speed governor loop of the generator remains
unchanged. However, the load torque is now provided by dividing the measured power in the
electrical system by the speed of the generator. The measured voltage is input to a DSOGI-FLL
for frequency detection, which in turn is input to the energy storage control system. The ES
control system outputs the torque required, which is then converted to a controlled current source,
which provides active power to recover the frequency at the PCC. As can be seen, the control
representations of the DSOGI-FLL frequency detection, the ES system with power conversion and
other non-linear electrical characteristics are included in the weak grid control model. This model
allows us to examine the stability of the ES control system alongside the weak grid simulation
model and gives the complete scenario needed to design the proportional gain KES . Note that
electrical load of the power system (and the ES system) are still approximated as torques acting on
the prime mover in this system. This is reasonable since the power injected into the system at the
PCC is equivalent to a reduction of torque load on the prime mover.
3.5. Stability Analysis of the ES Control
A root locus (RL) analysis was conducted on the approximated control system to identify the
stability margins of the control technique as KES varies. The approximated control system was
taken as the two subsystems shown in Fig.13. The inner loop subsystem consists of the generator
and the ES control feedback, whereas the outer loop subsystem includes the speed regulation. The
inner loop must be faster than the outer one, and is therefore more critical for stability analysis.
The transfer functions of the forward control path and the feedback control path of the inner
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loop can be derived as,
ω(s) =
1
Js
(TEN(s)− TES(s)) (13)
TES(s) =
KES
2pi
(
ω2n
s2 + 2ζωn + ω2n
)(
τbs+ 1
τcs+ 1
)
(
1
τvs+ 1
)
(14)
The RL of the inner loop for the open loop transfer function is shown in Fig.14(a). The two
complex poles in the inner loop belong to the DSOGI-FLL. The most dominant poles start from
the lumped pole and the pole at the origin belonging to the generator. The positions of the domi-
nant poles crossing the imaginary axis are dependent on the location of the complex poles of the
DSOGI-FLL.
The branches leave the stability region at Gain ≈ 70. From (13) and (14), one can see that the
Gain of the inner loop directly corresponds to the proportional gain KES .
(a) (b)
Fig. 14. The root locus of the (a) inner loop - generator and the energy storage and the (b) outer
loop whenKES = 60
The overall system transfer function, including the PI speed governor and the prime mover
transfer function is,
TEN(s) =
(
Ki(τis+ 1)
s
)(
1
τens+ 1
)
(ωref − ω(s)) (15)
When KES = 70, the RL of the outer loop given by (15) becomes unstable for all gain values
Ki. Therefore, for overall stability, KES needs to be smaller than 70. For this particular system,
the outer loop becomes marginally and unconditionally stable at KES = 60. The RL of the closed
loop response of the overall system is shown in Fig.14(b), for KES = 60, i.e. KES corresponding
to the stability margin of the outer loop. Hence, one can conclude that the stability criterion for the
overall system is KES < 60.
Simulations showing the frequency support using the approximated control system for different
KES values can be used to further verify the design. Figs.15(a) and 15(b) show frequency control
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responses carried out for a rated load disturbance when KES = 40, 70. As can be seen, the fre-
quency response withKES = 40 (satisfies the stability criteria) had exponential damping, whereas
when marginally unstable i.e. KES = 70, the frequency has sustained oscillations while the ES is
active.
(a) (b)
Fig. 15. The frequency response of the complete electrical system for ES gain KES of (a) 40
(stable) and (b) 70 (unstable).
To find any direct dependence ofKES on power system parameters, the CLTF of the inner loop
was considered. From the inner loop system, one can write the characteristic equation as,
s(0.001s+ 1)(τvs+ 1)(τcs+ 1)(s
2 + 2ζωns+ ω
2
n)
+
KESω
2
n
2piJ
(τbs+ 1) = 0 (16)
where the (0.001s + 1) fast pole represents the filter required to suppress transients associated
with contactor switching and parasitic circuit inductance. Thus, at the stability margin, the factor
KES/(2piJ) will have a specific value depending on all other parameters ωn, ζ, τv, τc, τb. Of these
parameters, ωn, ζ depend on the frequency detection technique, τv depends on the vector control,
and τc, τb depend on the electrical impedance and AVR effects in the system. When these param-
eters are fixed, KES is directly proportional to system inertia J , meaning a system with higher
inertia would allow the use of a higher KES for the ES controller.
3.6. Current Limiting
In practice, the current is usually limited by the power converter used. Hence, limits are imposed
on the current and on the peak power to replicate real world limitations. The maximum ES current
will be mostly limited either by the maximum battery current or by the maximum converter current.
The Li-ion BES used for the experimental system, which will be presented in the following section,
was taken as an illustration. Current is not limited in the simulation results but the d-axis current
was limited at ±25A in the experimental rig.
4. Experimental Validation
The ES control with frequency detection was implemented using the same 8 kW prototype MG
introduced in Section 2. The generator is rated at 8 kW ; its prime mover is a vector controlled
17
induction motor drive with a short term peak power rating of 15 kW . A 24 kWh/72 Ah Lithium-
ion battery with an operating voltage of 250V−380V was used as the ES support system in theMG.
The battery was connected to the grid using a 15 kW Triphase PM15F42C AC-DC bidirectional
power converter. The complete MG prototype used for the experiment is shown in Fig.16.
The load-side of the MG was configured with a resistive load connected via the 3-phase breaker
C. Two 3-phase resistive loads equivalent to 57Ω (2.78kW )and 27.5Ω (5.77kW ) were used to
create two test cases, representing a low power and a high power loading respectively. Thus, the
maximum loading that could be achieved by the load bank available was 72% of the step load. A
vector controlled induction motor drive was used to emulate the generator’s prime mover.
Fig. 16. Schematic of the experimental MG electrical connections [40]
4.1. Frequency Support During Loading and Load Shedding
The experiment was conducted to observe the grid frequency, for load steps of 35% and 72% of
generator rating with and without the proposed ES control. The speed of the generator available
from the IM drive was recorded and is shown in Fig.17. Recovered frequency obtained by simulat-
ing the electrical system in Fig.12 is also shown in Fig.17. As can be seen, the frequency support
achieved using the proposed control is clear in both cases when conducted with KES = 30. The
value of KES = 30 was chosen so that the damped oscillations of the recovered frequency set-
tle to less than ±0.2 Hz within 1 s. Also, the simulated frequency response matches with the
experimental result reasonably well validating the simulation model derived.
4.1.1. Battery current, voltage and active power during loading: In order to present the
internal details of the experimental validation, the battery current drawn during loading is shown
in Fig.18(a) and Fig.18(b). Since the battery is discharged during MG loading, the current recorded
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(a) (b)
Fig. 17. The frequency response of the experimental system compared with the simulated electrical
system for ES gainKES = 30 for a) 0-35% step load b) 0-72% step load.
is negative from the battery’s perspective. The peak battery current and the duration of operation
have both been increased proportional to the increasing loads. For the large load of 27.5 Ω, the
battery has supplied a maximum current of nearly 25 A initially, which is close to the saturation
limits (i.e. ±25 A) imposed for the safe operation of the battery and the inverter.
The total active power supplied by the battery in both cases are shown in Fig.18(c) and Fig.18(d).
For the 57Ω load, the maximum power supplied was about 4.5kW , whereas for 27.5Ω it was in-
creased to 8.5kW confirming the increase in the active power requirement from the battery.
An improvement in the voltage at the PCC due to ES support was also observed as shown
in Fig.19. As mentioned earlier, the AVR of the generator is frequency responsive so that the
amplitude of the 3-phase voltage reduces during large disturbances. This is more prominent for
the 72% loading as shown in Fig.19(b). Both results illustrate the indirect improvement in voltage
observed as a result of frequency support.
4.1.2. Load Shedding: In contrast to loading, the frequency can rise above 50Hz during load
shedding. The BES can absorb the surplus power by means of charging; hence, with ES support,
the frequency can also be successfully limited to 51Hz, during load shedding.
A similar set of experiments were conducted in line with loading to observe the effectiveness
of the energy storage in exploiting the surplus active power.
In Figs.20(a) and 20(b) , the frequency rises as high as 54Hz and 59Hz when shedding 37% and
72% of the rated active power without ES support, respectively. The longer oscillations observed
in Fig.20(b) for the experiment compared to the simulation when shedding the larger load is due to
the non-linear AVR effects competing with the power converter to stabilise grid voltage at nominal.
In both cases, with the ES support the frequency could be successfully recovered at 51Hz. The
corresponding battery current and power supplied during the load shedding transient are shown in
Figs.21(a) to 21(d).
The active power absorbed by the battery is shown in Fig.21(c),21(d) confirming the effective
use of the energy storage, restricting the frequency from reaching higher levels. Neither of these
cases show a drastic difference from that of loading and follows an acceptable general trend.
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(a) (b)
(c) (d)
Fig. 18. The current supplied by the battery energy storage to support frequency recovery a) 0-35%
step load; b) 0-72% step load; The power supplied by the battery energy storage during frequency
recovery c) 0-35% step load; d) 0-72% step load KES = 30
(a) (b)
Fig. 19. The experimental voltage at the PCC with and without energy storage control during
loading a) 0-35% step load b) 0-72% step load.
4.2. Stability
The validity of the theoretical stability margin was demonstrated experimentally in the frequency
responses for the loading of 35% and 72% of the generator rated power, whenKES = 50, as shown
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(a) (b)
Fig. 20. Frequency support achieved by applying the proposed energy storage technique for load
shedding a) 0-35% step load b) 0-72% step load.
(a) (b)
(c) (d)
Fig. 21. The current absorbed by the battery energy storage during load shedding a) 0-35% step
load; b) 0-72% step load; The active power absorbed by the battery energy storage during load
shedding c) 0-35% step load; d) 0-72% step load KES = 30
in Figs.22(a),22(b); and for whenKES = 70, in Figs.22(c),22(d).
WhenKES is changed from 30 to 50 there is an increase in the damped oscillations as expected
confirming that the experimental system remains stable atKES = 50. WhenKES was increased to
70 (Figs.22(c) and 22(d)), the experimental results show an oscillatory response with poor damping
for both cases of loading. From the analysis in the previous sections, the theoretical stability
margin of KES was KES = 60. However, the difference in the simulated frequency recovery
can be attributed to several sources. In addition to the approximations made while deriving the
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(a) (b)
(c) (d)
Fig. 22. The frequency response of the experimental system compared with the simulated electrical
system for ES gain KES = 50 for a) 35% loading b) 72% loading; ES gain KES = 70 for c) 35%
loading d) 72% loading
equivalent transfer functions for control design, the different oscillations for KES = 70 in Fig.15
and Figs.22(c), 22(d) are due to the fact that the former was simulated without a current limit on
the ES in place, while in the practical implementation current limiting introduces an equivalent
attenuation in the control loop, giving margin for a higher KES . Friction in the system (neglected
for simulation) will also damp oscillations. For these reasons, the proposed analytical design
procedure can be seen as a worst case for the practical implementation.
4.3. Frequency Threshold
The frequency support with tighter limits in ES control was investigated by setting the lower thresh-
old to 49.5Hz (instead of 49Hz). Figs.23(a) and 23(b) show the corresponding frequency support
achieved for the 35% and 72% of the rated load experimentally, using KES = 30. As can be seen,
increasing the threshold by 0.5 Hz has successfully commanded the ES control to recover the
frequency at the new threshold of 49.5 Hz. The oscillations are smaller in magnitude, but last
about the same length of time when compared with Fig.17. Also, the maximum frequency error is
lower. Due to the reduced speed-error available for the governor action, the settling of the overall
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(a) (b)
(c) (d)
Fig. 23. The frequency response of the experimental system compared with the simulated electrical
system for ES gain KES = 30 and fTH = 49.5 Hz with a) 35% b) 72% loading; c) 35% d) 72%
load shedding;
frequency response is lengthened compared to that when the threshold was 49 Hz. This is further
elongated for the larger load as shown in Fig.23(b). Load shedding is presented Figs.23(c) and
23(d). The larger and longer oscillations observed in Fig.23(d) when shedding the larger load is
due to the non-linear AVR effects as mentioned in load shedding (section 4.1.2).
Grid frequency regulations consider 1% of the nominal (±0.5 Hz) as the normal operation
limit for the frequency in the main utility grid according to Grid Code UK [34]. Therefore, the
successful frequency support delivered by the proposed ES control for tighter frequency margins
can be recognised for improved frequency regulation when required, especially in weaker sections
of the grid.
5. Use of Multiple Energy Storage Systems and Prime Movers
Up to now, it was understood that the proposed energy storage can work independently from the
prime mover. When multiple energy storage units operate, they all share the same frequency
information. When the frequency thresholds are kept at the same value, the frequency difference
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between the instantaneous frequency and the threshold will be the same for all energy storage
controllers. Since, power supplied is additive, KES should also be added to come up with an
effective KES figure for the multiple energy storage systems.
To illustrate this, an electrical system with two energy storage units was simulated with a thresh-
old fTH = 49 Hz, KES1 = 22.5 and KES2 = 7.5 in the two energy storage controllers. The
frequency response of the dual storage system is shown in Fig. 24 along with the response of a
single storage system with KES = 30 and fTH = 49 Hz .
Fig. 24. The frequency variation of a dual storage system with KES1 = 22.5, KES2 = 7.5 and a
single storage with KES = 30, while keeping fTH = 49 Hz.
From Fig. 24, it can be seen that both systems provide equivalent frequency response: it appears
that the effect of the ES systems are additive and their influence on the MG can be understood by
adding their individual KES values, when the frequency threshold of the energy storage control
systems are the same.
In order to see the whether addition of KES is still valid when combining energy storage units
of different fTH , two energy storage units withKES1 = KES2 = 15 were used with two thresholds
fTH1 = 49 Hz and fTH2 = 49.2 Hz. The resulting frequency response is shown in Fig.25 along
with two simulations using single energy storage systems, one withKES = 30, fTH = 49 Hz and
the other with KES = 30, fTH = 49.2 Hz for comparison.
According to Fig.25, one can see that the oscillations are the same for all three systems. Since
KES is the factor that affects the stability, one can conclude that all ES systems contribute to the
overall KES for the MG. The dual energy storage system, has a frequency control response which
performs in between the single storage systems. Thus, the addition of individual KES values still
holds for systems with different thresholds, but the performance in every aspect (i.e. energy, power,
frequency drop, and settling time) is in between what would occur for the single storage systems
with corresponding frequency threshold values.
When multiple prime movers are connected to the same PCC, the energy storage systems can
respond to the overall frequency variation, since the energy storage control is independent of prime
mover governors. However, one should take care not to increase KES beyond the stability value
determined by the combined inertia J of the two prime movers. Nonetheless, more theoretical
and experimental work is required to assess the system performance in a droop controlled multiple
prime mover, multiple energy storage system.
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Fig. 25. The the frequency variation of two storage units with KES1 = KES2 = 15, fTH1 =
49 Hz,fTH2 = 49.2 Hz and two single storage systems with KES = 30, fTH = 49 Hz and
KES = 30, fTH = 49.2 Hz.
6. Conclusion
Weak electrical grids with distributed RES suffer from regular off-nominal frequency excursions
during load disturbances due to low system inertia. Supplementing active power from fast-acting
energy storage device is one way of offering power system frequency support. It can be considered
as an equivalent to the kinetic energy stored in rotating masses (inertia) of the conventional dis-
tribution systems. This paper described a novel technique to automatically dispatch active power
from a grid-connected ES to constrain frequency within ±1Hz margins. This work identifies that
supplying active power to support frequency to a level close to, but not equal to the nominal (i.e.
a frequency threshold) is important, not only for the efficient use of the ES, but also for the un-
hindered operation of the speed governing of the power system to continuously supply the load in
steady state. These properties were realised by exploiting detected power system frequency as the
main control input to the ES control. This essentially eliminated the communication requirements
between the prime mover and the ES control, but also improved the plug-and-play capabilities
of the energy storage system. The complete system was validated in an experimental 8 kW MG
facility with a Li-ion BES.
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